Facility Summary in Beaverhead County in the City of Dell

Location: DELL AIRPORT CANYON RANCH
Dell Airport
Dell, MT 59724 Beaverhead

Facility Code: 17682
Last Inspected On: 06/14/2021

System Facility 1D:01-09843 Operating Permit Renewal Date: 06/14/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Montana Dept of Transportation 4064447647
Operator Contact: Joe Radonich 4064447647
Owner/Operator: Montana Dept of Transportation
Joe Radonich, UST Class A Operator
Joe Radonich, UST Class B Global Operator
TankCode 01 ... Tank Installed ~ oooc oo I Cathodically o - e - R A
Tank Age 33 Date 06/13/1989 Tank Material Protected Steel Piping Material No Piping Overfill Types High Level Alarm
. Piping Installed Tank K Piping

Tag Number 516 Spill Test Date Date Construction Double-Walled Construction None AST No

Temporarily Sump Tightness Catastrophic L.D . - .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Galvanic

Jet Fuel (Jet- . . . . .

) Tank/Piping CP Primary Tank Manual Interstitial Primary Pipe
Product ?Pé;et Al, PLLD Test Date Test Date 06/14/2021 Leak Detection Monitoring Detection Vapor Recovery No
PN =@ . 00 | Line Tightness Secondary Tank Secondary Pipe oo
Capacity 10000 ATG Test Date Test Date Leelk DeEEiim e Energy Act No
Overfill Test Date ATG Type
Facility Summary in Beaverhead County in the City of Dell
Location: DELL MERC Facility Code: 17476
24 Main St Last Inspected On: 07/24/2020

Dell, MT 59724 Beaverhead

System Facility 1D:01-01523

Operating Permit Renewal Date: 08/07/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

Bear Paw Inc

3078715947

Operator Contact:

Chad Mussard;Jeanne Schnitzler

3078715947

Owner/Operator: Bea

Report Created: 11/1/2022

r Paw Inc
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Chad Mussard, UST Class A Operator
Chad Mussard, UST Class B Operator
Jeanne Schnitzler, UST Class A Operator
Jeanne Schnitzler, UST Class B Operator
Joel Schnitizer, UST Class B Operator

12/01/2021

Report Created: 11/1/2022

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
Root/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless 99LD-
2000

Fiberglass

10/06/2005 Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
Root/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless 99LD-
2000

Fiberglass

10/06/2005 Reinforced Plastic
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MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

Continuous

Interstitial

Monitoring;MLLD No
Line Tightness

Flexible Plastic Ball Float Valve

Double Walled No



Currently in Sump Tightness Catastrophic L.D Mechanical Line - ! .
Tank Status Use MLLD Test Date 06/23/2020 Test Date 09/12/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PELLE! Diesel FLHD T Test Date Leak Detection Gauging 0.2 Detection Tightness Testing e "\
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 10000 ATG Test Date Test Date 06/23/2020 Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
350/Gilbarco
Overfill Test Date ATG Type EMC;Vaporless
Manufacturing/Va
porless 99LD-
2000
Tank Code 07 Tank Installed - Fiberglass . . . . .
Tank Age 17 Date 10/06/2005 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 5048 Spill Test Date Date - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D Mechanical Line - ! .
Tank Status Use MLLD Test Date 06/23/2020 Test Date 09/12/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PELLE! Gasoline FLHD T Test Date Leak Detection Gauging 0.2 Detection Tightness Testing e "\
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date Test Date 06/23/2020 Leak Detection Detection :\;]I)er:istgtrliﬁg Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Vaporless
Manufacturing/Va
porless 99LD-
2000

Facility Summary in Beaverhead County in the City of Dillon

Location: COUNTY COURTHOUSE
2 S Pacific St
Dillon, MT 59725-4000 Beaverhead

Facility Code: 17574
Last Inspected On: 01/13/2020

System Facility 1D:01-05668 Operating Permit Renewal Date: 05/04/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Beaverhead County Clerk

Operator Contact: Chris Kraft;Christopher Booth;Jay Hansen;Jim Sivils 4062455938;4066832610;4066832642;4066833735

Owner/Operator: Beaverhead County Clerk

Chris Kraft, UST Class A Operator
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Chris Kraft, UST Class B Operator

Christopher Booth, UST Class A Operator
Christopher Booth, UST Class B Global Operator
Jay Hansen, UST Class A Operator

Jay Hansen, UST Class B Global Operator

Jim Sivils, UST Class A Operator

Jim Sivils, UST Class B Global Operator

Tank Code 02 Tank Installed . Cathodically . . .
Tank Age 29 Date 02/01/1993 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 421 Spill Test Date  03/01/2022  FIPing Installed VELTLS Double-Walled ~ FIPINg None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Cocire NN | TestDate OUL3/2020  LeakDetection  Gauging02  [Detection | .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date 03/01/2022 Test Date 03/01/2008 Lerk e Detection Energy Act No
Overfill Test Date ATG Type \leegder ROOUTLS-
Facility Summary in Beaverhead County in the City of Dillon
Location: DIETRICHS COLLEGE EXXON UST Facility Code: 17564
636 S Atlantic St Last Inspected On: 11/10/2018
Dillon, MT 59725-2725 Beaverhead System Facility ID:01-05401 Operating Permit Renewal Date: 11/21/2018
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Tim Dietrich;Timothy Dietrich 4066830070
Operator Contact: Timothy Dietrich 4066830070

Owner/Operator: Tim Dietrich

Owner/Operator: Timothy Dietrich

Timothy Dietrich, UST Class A Operator
Timothy Dietrich, UST Class B Global Operator

Tank Code 04 Tank Installed . Cathodically - - Fiberglass .
Tank Age 28 Date 07/01/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 3226 Spill Test Date Date Construction Construction None AST No
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Temporarily Sump Tightness Catastrophic L.D . - ) .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Inventory
. Tank/Piping CP Primary Tank Reconciliation;Ta Primary Pipe
Product Gasoline PLLD Test Date Test Date 11/10/2018 Leak Detection nk Tightness Detection Deferred Vapor Recovery No
Testing
. Line Tightness Secondary Tank Secondary Pipe
| el - ... TestDae Leak Detection Detection” .
Overfill Test Date ATG Type
Tank Code 05 Tank Installed : Cathodically . . Fiberglass .
Tank Age 28 Date 07/01/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
| . . Date Construction Construction MM D oo
Temporarily Sump Tightness Catastrophic L.D . . . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Inventory
. Tank/Piping CP Primary Tank Reconciliation;Ta Primary Pipe
Product Gasoline PLLD Test Date Test Date 11/10/2018 Leak Detection nk Tightness Detection Deferred Vapor Recovery No
Testing
- Line Tightness Secondary Tank Secondary Pipe
| e S ... TestDae Leak Detection Detection .
Overfill Test Date ATG Type
Facility Summary in Beaverhead County in the City of Dillon
Location: DILLON AIRPORT Facility Code: 30568
2400 Airport Rd Last Inspected On: 02/22/2021
Dillon, MT 59725-9500 Beaverhead System Facility 1D:56-13894 Operating Permit Renewal Date: 03/04/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Beaverhead County Clerk

Operator Contact: Chris Kraft;Christopher Booth;Jay Hansen;Jim Sivils 4062455938;4066832610;4066832642;4066833735

Owner/Operator: Beaverhead County Clerk

Chris Kraft, UST Class A Operator

Chris Kraft, UST Class B Operator

Christopher Booth, UST Class A Operator
Christopher Booth, UST Class B Global Operator
Jay Hansen, UST Class A Operator

Jay Hansen, UST Class B Global Operator

Jim Sivils, UST Class A Operator
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Jim Sivils, UST Class B Global Operator

LEULSERbE 01 Tank Age 40 EZ?J; iz e 04/01/1982 Tank Material Bare Steel Piping Material Steel Overfill Types Flapper Valve
””””””””””””””” G ...  Pipinginstalled  Tank  Piping . aer
Tag Number 3995 Spill Test Date 04/18/2022 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date 04/18/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
Jet Fuel (Jet- . . . . . .
) Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
AT ?Pg)et AL FEERIIES P Test Date 02/22/2021 Leak Detection Gauging 0.2 Detection Tightness Testing Vel [HEEeEs) R
N 3 . ... | Line Tightness  ooooor Secondary Tank Secondary Pipe oo
D | ATGTestbate 022022 Testpate OAZ02L  LeakDetection Detection” .
Overfill Test Date  02/22/2021 ATG Type Gilbarco/EMC
Tank Code 02 Tank Installed ; Cathodically - . .
Tank Age 40 Date 04/01/1982 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 3996 Spill Test Date  04/18/2022  Ping Installed Tank Intenorfimpressed PIPING None AST No
9 p Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date 04/18/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
L Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R fvaionGe: DN | TestDate 0222021 LeakDetection  Gauging02 [Defection Tighiness Testing VOPOTRECOVER” No
n Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 02/28/2022 Test Date 02/22/2021 Leak Detection Detection Energy Act No
Overfill Test Date  02/22/2021 ATG Type Gilbarco/EMC

Basic

Location: GATEWAY CANYON TRAVEL PLAZA
4055 Rebich Ln
Dillon, MT 59725 Beaverhead

Facility Summary in Beaverhead County in the City of Dillon

Facility Code: 17715

Last Inspected On: 11/09/2020

System Facility ID:01-13101 Operating Permit Renewal Date: 03/03/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Beseckers Excavation and Trucking 4068343653

Operator Contact: Michelle Brown 2088808805

Owner/Operator: Beseckers Excavation and Trucking

Michelle Brown, UST Class A Operator
Michelle Brown, UST Class B Operator

Tank Code 01
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07/01/1993

07/01/1993

07/01/1993

07/01/1993

Cathodically
Protected Steel

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

Flexible Plastic

MLLD Line
Tightness Testing

Continuous
Interstitial
Monitoring

Flexible Plastic

MLLD Line
Tightness Testing

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

MLLD Line
Tightness Testing

Fiberglass
Reinforced Plastic

Flapper Valve

Currently in 12/21/2021 Mechanical Line

Use Leak Detector Pressurized Galvanic
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e W Diesel FLLEDEES RN Test Date 11/09/2020 Leak Detection Gauging 0.2 Detection Tightness Testing WETZE NS
: Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 12/21/2021 Test Date 12/12/2021 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 05 Tank Installed : Cathodically - . Fiberglass .
Tank Age 29 Date 07/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4638 Spill Test Date Date - S o None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A . .
Tank Status Use MLLD Test Date 12/21/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
AT V! Diesel Rl il Test Date 11/09/2020 Leak Detection Gauging 0.2 Detection Tightness Testing VEREIF REEITER B
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 12/21/2021 Test Date 12/12/2021 Leelk DeEEiim e Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Facility Summary in Beaverhead County in the City of Dillon
Location: ROCKY MOUNTAIN SUPPLY INC DILLON Facility Code: 17685
700 N Montana St Last Inspected On: 05/07/2020
Dillon, MT 59725-3357 Beaverhead System Facility ID:01-10034 Operating Permit Renewal Date: 09/06/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Rocky Mountain Supply Inc 4063884009
Operator Contact: Jason Rorabaugh 4063884008

Owner/Operator: Rocky Mountain Supply Inc

Jason Rorabaugh, UST Class A Operator
Josi Brosam, UST Class B Operator
Tari Eaves, UST Class B Operator

Tank Code 01 . . Flapper
Tank Installed . Cathodically . ; Fiberglass g o
Tank Age 41 Date 01/12/1981 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Xﬁa{\r/r?;ngh Level
””””””””””””””””””””””””””””” Piping Installed - Tak M8 ppng
Tag Number 3900 Spill Test Date 05/07/2020 Date 03/01/2017 Construction ICnltﬁ:éo;{Impressed Construction Double Walled AST No
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Electronic Line Impressed
Leak Detector Current

) Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

Veeder Root/8484

Series

PLLD;Veeder

RoOt/TLS-450

i i Flapper
Cathodically Fiberglass o
Protected Steel Reinforced Plastic XE{;’;'H'gh Level

01/12/1981

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

) Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

Veeder Root/8484
Series
PLLD;Veeder
Root/TLS-450

Flapper

Cathodically . : o
Protected Steel Flexible Plastic xz:\r/ri.ngh Level

01/12/1981

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

i Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

Veeder Root/8484
Series
PLLD;Veeder
RoOt/TLS-450

05/07/2020

Flapper
Valve;High Level
Alarm

Cathodically Fiberglass

01/12/1981 Protected Steel Reinforced Plastic
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Interior/Impressed No
Current

Electronic Line Impressed
Leak Detector Current

) Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

Veeder Root/8484

Series

PLLD;Veeder

Root/TLS-450

i i Flapper
Cathodically Fiberglass o
Protected Steel Reinforced Plastic Xﬂ;’%”'gh Level

01/12/1981

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

i Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

Veeder Root/8484
Series
PLLD;Veeder
RoOt/TLS-450

Flapper

Fiberglass -
A ) Valve;High Level
Reinforced Plastic Alarm

12/01/1998 Steel Clad

Electronic Line
Leak Detector

) Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

Continuous
Interstitial No
Monitoring

””””””””””””””””””””””” Veeder Root/TLS-
05/07/2020 hs

Flapper
Valve;High Level
Alarm

Fiberglass

12/01/1998 Steel Clad Reinforced Plastic

Report Created: 11/1/2022 Page [10] of [25]



Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2
Continuous

Interstitial No
Monitoring

Veeder Root/8484
Series
PLLD;Veeder
Root/TLS-450

Flapper
Valve;High Level
Alarm

Fiberglass

12/01/1998 Steel Clad Reinforced Plastic

Electronic Line
Leak Detector

i Continuous
Automatic Tank Interstitial No

caugng02 Monitoring
Continuous

Interstitial No
Monitoring

Veeder Root/8484
Series
PLLD;Veeder
RoOt/TLS-450

05/07/2020

Flapper
Valve;High Level
Alarm

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

04/18/2017

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8484 Series
PLLD;Veeder
Root/TLS-450

05/07/2020
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Tank Code 13 : Flapper
Tank Installed . Fiberglass . . . . . o
Tank Age 5 Date 04/18/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xa\r/ri,ngh Level
”””””””””””””” oo . Pipingnstalled .o . Tank ... Piping oo oo
T | Spil Testbate 000072020 pae” CSIOLEOLT construction  POWPEWAISd  consiruction  PoubleWaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 05/06/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous . . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Gasoline PLLD Test Date 10/09/2019 - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
: Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 12000 ATG Test Date Test Date 04/19/2017 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
Root/TLS-
5 450;Veeder
Overfill Test Date 05/07/2020 ATG Type RoOt/8484 Series
PLLD;Veeder
Root/TLS-450
Tank Code 14 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 5 Date 04/18/2017 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types
Tag Number 5740 Spill Test Date Piping Installed /5,517 UL gl AST No
Date Construction Construction
Sump Tightness Catastrophic L.D . .
Tank Status Other MLLD Test Date Test Date Type 3.0 Piping Type Pressurized CP Met Types
DEF (Not Tank/Piping CP Primary Tank . Primary Pipe .
Product Regulated) PLLD Test Date Test Date Ler Daicsiom Not Listed Detection Not Listed Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe )
Capacity 6000 ATG Test Date Test Date Leak Detection Detection Not Listed Energy Act No

Overfill Test Date ATG Type
Facility Summary in Beaverhead County in the City of Dillon

Location: SAFEWAY 1581 DILLON
760 Vine St.
Dillon, MT 59725-3315 Beaverhead

Facility Code: 30650
Last Inspected On: 05/18/2022

System Facility 1D:56-13989 Operating Permit Renewal Date: 11/05/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Safeway Stores Inc

Operator Contact: Jesse Wees;Rachel Jones 2083953269;2084127561

Owner/Operator: Safeway Stores Inc

Jesse Wees, UST Class A Operator
Page Rost, UST Class B Global Operator
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Rachel Jones , UST Class A Operator
Rachel Jones , UST Class B Global Operator
Shanna Sunderlin, UST Class B Global Operator

05/18/2022

Report Created: 11/1/2022

. . Flapper
Fiberglass Fiberglass Valve;High Level

Reinforced Plastic Reinforced Plastic Alarm

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

) . Flapper
Fiberglass Fiberglass Valve;High Level

Reinforced Plastic Reinforced Plastic Alarm

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Ro0t/8590 Series
DPLLD

Flapper
Valve;High Level
Alarm

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring
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Line Tightness Secondary Tank Secondary Pipe

Capacity 10000 ATG Test Date 05/18/2022 Test Date Leak Detection Detection ELLD 0.2 Energy Act No
Gilbarco-Veeder
RooOt/TLS-
Overfill Test Date 05/18/2022 ATG Type 350;Veeder
Ro00t/8590 Series
DPLLD
Facility Summary in Beaverhead County in the City of Dillon
Location: THE MINI INC Facility Code: 17471
410 N Montana St Last Inspected On: 08/30/2021
Dillon, MT 59725 Beaverhead System Facility 1D:01-01215 Operating Permit Renewal Date: 10/13/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Jeff Dubose;The Mini Inc 4066836168
Operator Contact: Eric Zahn;Jeffrey DuBose;Lori DuBose;Mandy Cerino 4065960558;4066836168

Owner/Operator: Jeff Dubose

Owner/Operator: The Mini Inc

Eric Zahn, UST Class A Operator

Eric Zahn, UST Class B Global Operator
Eric Zahn, UST Class B Operator
Jeffrey DuBose, UST Class A Operator
Jeffrey DuBose, UST Class B Operator
JimiKaye Balsley, UST Class B Operator
Lori DuBose, UST Class A Operator

Lori DuBose, UST Class B Operator
Mandy Cerino, UST Class A Operator
Mandy Cerino, UST Class B Operator
Margaret Smith, UST Class B Operator

Fiberglass

Tank Age 24 Date 05/06/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 3088 Spill TestDate  0o/16/2021  pbind Instailed Sk tion S R Double Walled  AST No
Tank Status Sggrently in MLLD Test Date ?gg:%;ightness 09/11/2018 _(Igilt;;sgr.gphic =i Eézcktrggitceé‘tigf Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date iggtkg’ei‘?éng €r E(regal:r))ét-(l;ac?il(()n égfé?ﬁ;%;ank ngs{%sipe ELLD 0.2 Vapor Recovery No
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Line Tightness

Secondary Tank

Secondary Pipe

Continuous

Capacity 12000 ATG Test Date Test Date 05/05/2021 Leak Detection Detection |nter;nn_a| Energy Act No
Monitoring
5 Gilbarco-Veeder
Overfill Test Date 09/16/2021 ATG Type ROOUTLS-450
Tank Code 05 Tank Installed . Fiberglass A ; : : q
Tank Age 24 Date 05/06/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 3089 Spill Test Date  09/16/2021  Fiping Installed UL gl Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 09/11/2018 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Cocire NN | TestDate Leak Detection _ Gauging0.2 ___ Defection ooz ] .
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 6000 ATG Test Date Test Date 04/28/2021 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
n Gilbarco-Veeder
Overfill Test Date  09/16/2021 ATG Type ROOUTLS-450
Tank Code 06 Tank Installed : Fiberglass . . . ) .
Tank Age 24 Date 05/06/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 3090 Spill Test Date  09/16/2021  HPing Installed VEmE Pl Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 09/11/2018 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
" n : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 5000 ATG Test Date Test Date 04/28/2021 Leak Detection Detection :\;ner;nqal Energy Act No
onitoring
Overfill Test Date  09/16/2021 ATG Type Gilbarco-Veeder

RoOt/TLS-450

Facility Summary in Beaverhead County in the City of Dillon

Location: TOWN PUMP INC DILLON 1
101 E Helena St
Dillon, MT 59725 Beaverhead

Facility Code: 17673
Last Inspected On: 08/29/2022

System Facility 1D:01-08695 Operating Permit Renewal Date: 09/02/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Dillon 1 Town Pump LLC 4064976700

Operator Contact: Trent Biggers

Owner/Operator: Dillon 1 Town Pump LLC
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Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

Ball Float

Cathodically .
Protected Steel x::zz,Flapper

Interior/Impressed No
Current

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
Root/TLS-350

Ball Float

Cathodically ) . .
Protected Steel Flexible Plastic xg:zg,Flapper

01/01/1986

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
Root/TLS-350

Ball Float

Cathodically . . -
Protected Steel Flexible Plastic xz:xg.lzlapper

01/01/1986

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
Root/TLS-350
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Facility Summary in Beaverhead County in the City of Dillon

Location: TOWN PUMP OF DILLON 2
635 N Montana St
Dillon, MT 59725 Beaverhead

Facility Code: 17674
Last Inspected On: 08/30/2022

System Facility ID:01-08696 Operating Permit Renewal Date: 10/17/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Dillon 2 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Dillon 2 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
Tank Code | o7 ] Tank Installed  orooon ek vare I Fiberglass o N Fiberglass |~ .
Tank Age 32 Date 09/10/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2372 Spill Test Date 07/08/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 03/30/2015 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date x Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date Leelk DeEEiim e Energy Act No
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 07/08/2021 ATG Type 450;Veeder
Root/8590 Series
DPLLD
Tank Code 08 Tank Installed . Fiberglass - - Fiberglass .
Tank Age 32 Date 09/10/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2373 Spill Test Date 07/08/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 03/30/2015 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date x Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Reconciliation
Capacity 12000 ATG Test Date Line Tightness Secondary Tank Secondary Pipe Energy Act No

Report Created: 11/1/2022

Test Date

Leak Detection

Detection
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Gilbarco-Veeder
ROOt/TLS-
450;Veeder

Root/8590 Series
DPLLD

Fiberglass
09/10/1990 Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
09/10/1990 Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
09/10/1990 Reinforced Plastic

Electronic Line
Leak Detector

Statistical

Inventory
Reconciliation
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Fiberglass
Reinforced Plastic

Flapper Valve

Statistical
Inventory No
Reconciliation

Fiberglass
Reinforced Plastic

Flapper Valve

Statistical
Inventory No
Reconciliation

Fiberglass
Reinforced Plastic

Flapper Valve

Statistical
Inventory No
Reconciliation



Gilbarco-Veeder
ROOt/TLS-
450;Veeder

Root/8590 Series
DPLLD

Fiberglass
08/20/2001 Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
08/20/2001 Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
05/01/1999 Reinforced Plastic

Electronic Line

Leak Detector

Statistical
Inventory
Reconciliation
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Fiberglass
Reinforced Plastic

Ball Float Valve

Statistical
Inventory No
Reconciliation

Fiberglass
Reinforced Plastic

Ball Float Valve

Statistical
Inventory No
Reconciliation

Fiberglass
Reinforced Plastic

Ball Float Valve

Statistical
Inventory No
Reconciliation



Line Tightness

Secondary Tank

Secondary Pipe

D | B | TestDate QOIS LeakDetection Detection” .
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 07/08/2021 ATG Type 450;Veeder
Root/8590 Series
DPLLD
Facility Summary in Beaverhead County in the City of Jackson
Location: CIRCLE S RANCH Facility Code: 17626
30300 MT Hwy 278 Last Inspected On: 04/22/2020
Jackson, MT 59736-9700 Beaverhead System Facility 1D:01-07024 Operating Permit Renewal Date: 06/03/2020
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: David Schuett
Operator Contact: David Schuett
Owner/Operator: David Schuett
David Schuett, UST Class A Operator
Tiails Coele S2 Tank Age 42 BZ?EI!( e 02/12/1980 Tank Material Bare Steel Piping Material Steel Overfill Types
”””””””””””””” - ... Pipinglnstalled ~~ Tank  Piping e
V) N e Saill) TS DEIS Date Construction Construction sl No
Deregulated Sump Tightness Catastrophic L.D A .
Tank Status under SB386 MLLD Test Date Test Date Type 3.0 Piping Type Not Listed CP Met Types
. Tank/Piping CP Primary Tank . Primary Pipe .
Product Diesel PLLD Test Date Test Date Leak Detection Not Listed Detection Not Listed Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
CepaEy 2000 AT TSl DRl Test Date Leak Detection Detection SIS /- 6 No
Overfill Test Date ATG Type
Tank Code 05 Tank Age 25 E";‘: Tnsilze 07/01/1997 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 4228 | Spill TestDate  odrzzi2020  FPiNginstalled Tk o opewaled  PPING DoubleWaled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A ) ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
T ! Diesel PRI RE Test Date Leak Detection Gauging 0.2 Detection VEREF (REEaEt) R
. Line Tightness Secondary Tank Secondary Pipe
| e .. TestDate Leak Detection Detecton .
Overfill Test Date  04/22/2020 ATG Type Other/Other
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Tank Age 25 Date 07/01/1997 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 4229 | Spill TestDate  oazo0p0  FPimgInstalled Tak o pouewaled  PPMG DoubleWaled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0 EEECCBUNNNNES . NN 00

Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Cocire NN | TestDate Leak Detection _ Gauging02 _ Defection | .
. Line Tightness Secondary Tank Secondary Pipe

el 1000 AT Test Dkl Test Date Leak Detection Detection By A No

Overfill Test Date  04/22/2020 ATG Type Other/Other

Facility Summary in Beaverhead County in the City of Lima

Location: LIMA SCHOOL DIST 12 INC
1 N Harrison St
Lima, MT 59739 Beaverhead

Facility Code: 17665
Last Inspected On: 07/27/2020

System Facility ID:01-07158 Operating Permit Renewal Date: 01/17/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 12 Lima

Operator Contact: Walt Patterson

Owner/Operator: School Dist 12 Lima

Walt Patterson, UST Class A Operator
Walt Patterson, UST Class B Operator

VS ERe 03 Tank Age 30 E:?g Ttz 06/01/1992 Tank Material I(D:?ot[]eoc?:acc?nssieel Piping Material Eigii;glr?:zsd Plastic Overfill Types Flapper Valve
Tag Number 1535 Spill Test Date Eiaptieng iz e -(I—:?)T;truction Double-Walled Ei(?rilg?ruction Double Walled AST No

Tank Status Sg(rarently in MLLD Test Date _Srg;rtl%;'tightness %\:)eésggphic 2 Not Required Piping Type U.S. Suction CP Met Types Galvanic

Product Diesel PLLD Test Date iggfﬁ;{’;”g €r 07/27/2020 E;Z?(agétzac':ilgn Icr:l(t)::;rt]iltji_grs I:P)gtne]gtri){) rl?ipe '?’}Jt?t?]éé?? ost Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring 7 .
DTS o SEERSEMIMK Al SotERS i EeyAs

. Gilbarco-Veeder
Overfill Test Date Root/ILS-250

Facility Summary in Beaverhead County in the City of Lima
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Location: RALPHS EXXON
114 S Harrison St
Lima, MT 59739 Beaverhead

Facility Code: 17463
Last Inspected On: 04/26/2022

System Facility ID:01-00671 Operating Permit Renewal Date: 09/21/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ralphs C-Store Inc 4069251081
Operator Contact: Branden Thornton;Justin Thornton
Owner/Operator: Ralphs C-Store Inc
Branden Thornton, UST Class A Operator
Branden Thornton, UST Class B Global Operator
Justin Thornton, UST Class A Operator
Justin Thornton, UST Class B Global Operator
TankCode  O7 ...~ Tank Installed 0 oo ek pare I Fiberglass | = N 1. - e
Tank Age 24 Date 09/01/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 2078 Spill Test Date 11/15/2021 Date - oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 10/14/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 08/18/2022 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. : . Continuous
Capacity 8000 ATG Test Date 08/18/2022 L2 M 11253 Secondary '!'ank Seconglary e Interstitial Energy Act No
Test Date Leak Detection Detection P
Monitoring
Gilbarco/TLS-
. 350;Veeder
Overfill Test Date  10/14/2021 ATG Type RoO1/8484 Series
PLLD
Tank Code 08 Tank Installed - Fiberglass . . . ) .
Tank Age 24 Date 09/01/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 2079 Spill Test Date 11/15/2021 Date ConsiEien SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 10/14/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 08/18/2022 Test Date Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 4000 ATG Test Date 08/18/2022 Test Date Leak Detection Detection :\Sllgenrist(t)ltrliﬁlg Energy Act No
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Gilbarco/TLS-

350;Veeder
10/14/2021 Root/8484 Series

PLLD

11/14/2017 Aboveground

Flexible Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Veeder Root/8484
Series PLLD
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Facility Summary in Beaverhead County in the City of Wisdom

Location: PINTLER STATION
318 MT Hwy 43
Wisdom, MT 59761-0175 Beaverhead

Facility Code: 17490
Last Inspected On: 05/08/2020

System Facility ID:01-02173 Operating Permit Renewal Date: 07/30/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Chancy Campbell

Operator Contact: Edward Stede

Owner/Operator: Chancy Campbell

Edward Stede, UST Class A Operator
Edward Stede, UST Class B Global Operator

Tank Installed

Cathodically

Tank Age 37 Date 03/10/1985 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 3323 Spill Test Date g Isiizle UELFLS :_ri?:r(ijorllm ressed Pz None AST No
9 P Date Construction o P Construction
urrent
Currently in Sump Tightness Catastrophic L.D . A ) Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. . Statistical . ;
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/08/2020 Leak Detection Inventory Detection Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation =~ NSNS DN
n Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date Test Date 05/03/2005 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
Tank Code 02 Tank Installed . Cathodically - . .
Tank Age 37 Date 03/10/1985 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 3324 Spill Test Date P stz VELTLS :_ri?:rcijorllm ressed iz None AST No
g p Date Construction P Construction
Current
Currently in Sump Tightness Catastrophic L.D . A ) Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. . Statistical ; g
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date Test Date 05/08/2020 Leak Detection Inventory Detection Vapor Recovery No
Reconciliation
Capacity 1000 ATG Test Date Line Tightness 5535005 Szl Uelils Skl Pl Energy Act No

Overfill Test Date

Test Date

Leak Detection
ATG Type

Detection
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Facility Summary in Beaverhead County in the City of Wise River
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Location: WISE RIVER MERCANTILE
65221 Hwy 43
Wise River, MT 59762 Beaverhead

System Facility 1D:01-02080

Facility Code: 17487

Last Inspected On: 08/18/2022

Operating Permit Renewal Date: 10/13/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

JimCon Inc

4068323271

Operator Contact:

Connie Holland

4068323271

Owner/Operator: JimCon Inc

Connie Holland, UST Class A Operator
Connie Holland, UST Class B Operator
Laura Delaney, UST Class B Global Operator

Use

Overfill Test Date

11/09/2021

Tank Installed
Date

Piping Installed
Date

Sump Tightness
Test Date

Tank/Piping CP
Test Date

Line Tightness
Test Date

Tank
Construction

Catastrophic L.D
Type 3.0

Primary Tank
Leak Detection

Secondary Tank
Leak Detection

Fiberglass
Reinforced Plastic

Automatic Tank

Gauging 0.2

Gilbarco/EMC
Basic

Piping
Construction

Primary Pipe
Detection

Secondary Pipe
Detection

Fiberglass
Reinforced Plastic




